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MAXI-FLEX:
Furnish/Install the Flex-Hose Co.’s MAXI-FLEX molded single wide arch expansion joint(s).  The molded wide arch body must be manufactured using multiple plies of nylon tire cord fabric bonded within the EPDM elastomer (to avoid exposure to atmosphere or media).   Retaining rings shall be galvanized coated carbon steel and must have drilled bolt holes in accordance with ANSI 150# standard.  The rated design pressure of the molded body must have a minimum 3:1 safety factor (burst to operating pressure) based on an operating temperature of 70oF (20oC), and must also be capable of 26" Hg vacuum.  

Note:
Unrestrained, rubber expansion joints will extend when pressurized; therefore, it is recommended that the piping system be anchored.  When anchoring is not practical, control units must be used (if vacuum application also use compression sleeves).

